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Introduction 

Kansas Public Water Supply Supervision 
FuU Program Evaluation - Calendar Year 2010 

Executive Summary of 2010 Findings · 

An announcement of the Full Program Evaluation of the Kansas Public Water Supply Supervision 
Program was mailed to the Kansas Department of Health and Environment on August 23,201 1. As 
outlined in that letter, the Kansas PWSS Full Program Evaluation was to be conducted during the week 
of September 19, 20 11 , at the Curtis State Office Building in Topeka, Kansas. 

Doug Brune with the Drinking Water Management Branch and Scott arquess with the Water 
Enforcement Branch conducted the evaluation for the U.S. Environmental Protection Agency, Region 7. 
John Montgomery, Senior Environmental Employee, with the Dnriking Water Management Branch 
assisted with the evaluation of drinking water compliance m nitor4ng data. 

Dave Waldo, Former Chief, Public Water Supply Secti0 , was present at the entrance interview, as well 
as Darrel Plummer, Chief, Compliance and Data Management Unit, and Dan Clair, Chief, Engineering 
and Permits Unit. Numerous staff from the KDHE assisted the EPA in conducting. lhe Full PWSS 
Program Evaluation during the week. 

The Full PWSS Program Evaluation focused on implementation, data management, and enforcement of 
Safe Drinking Water Rules adopted as of Calendar Year 2010. 

The KDHE is using Safe Drinking Water In formation System/State version 2.3. Compliance data is 
submitted to the Central Office in Topeka, scanned into WebNow, and entered into SDWIS/State. 
Electronic records in WebNow and compliance data accessed via Drinking Water Watch were reviev.,cd. 
The Capacity Development and Operator Certification Programs were included in the Full PWSS 
Program Evaluation as they are conditions for maintaining primacy. 

' 

The EPA 's enfo cement revi w focused on KDHE's implementation of EPA's Enforcement Response 
Policy, and 06 the monitoring of ex isting enforcement orders. The ERP specifies Return to Compliance 
or formal enforcement for all systems where the Enforcement Targeting Tool identifies a priority. ETT 
priorities are intend d to represent tt1e worst health-based violators. There were 43 PWSs identified as 
"enforcement priori tie( included pn the ETT li st (July 20 11 ) at the time of the review. The 
enforcement review inclU ed conversations with the KDHE staff, review of SDWIS/FED data, review 
of data in Kansas Drinking Wafer Watch, and an examination of (electronic) system files. 

The exit conference was held at 1:00 p.m. on September 29, 20 II , by telephone. Mike Tate, Darrel 
Plummer, Dan Clair, Vickie Wessel, and Teresa Schuyler participated in the exit conference for KDHE. 
Mary Mindrup, Diane Huffman, Doug Brune, and Scott Marquess participated from the Region 7 
Office. 

The review indicated that the Kansas PWSS Program has perfom1ed well in implementing and 
maintaining records of adopted drinking rules adopted. Summarized below are findings from the EPA's 
evaluation. 
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Summary of Program Review Findings- Deficiencies 

I) The KDHE Drinking Water Enforcement program is hampered by two staffing vacancies: the Public 
Water Supply Chjefand the Enforcement and Regulation Development Supervisor. Interim or 
Permanent selections for these vacancies need to be announced as soon as possible. 

2) The date for the extension of submitting request for approval of primacy revision to adopt 4 rules 
(Stage 2 disinfection by-product, LT2, Ground Water Rule, and Short Jpf.m Revision to Lead and Copper 
Rule) was in October 20 11 . A new date for submitting the request for approval of primacy revision to 
adopt these·four rules needs to be proposed. 

3) Montl1ly turbidity reports need to be revised to include indi~a,al filte ffluent follow-up and 
reporting requirements. The development and implementation Of"<! Standard @.perating Procedure that 
addresses individual filter effluent follow-up and reporti g requir\ ments in the 1 tnthly turbidity report 
needs to be initiated. I ./ 

4) Monthly turbidity reports from surface water systems rec 'w.ed at the Central Office by mail or fax 
need to be physically date stamped on ilie da'te received to docu nent the date received entered into 
SDWIS. The development and implementation 0 -:a SOP for documenting~receipt of compl iance forms by 
the Central Office needs to be initiated. · 

5) Step 4 in the instructions direots the system to Dt>ti~ the Kl:)piE with 24 hours ifthe highest reading 
exceeds 5.0 NTU. This need,§1to .. 15e ~ected that sy terns are t6 contact the KDHE if any turbidity 
reading exceeds 1.0 NTU;1The value established for sow sand or alternative filtration needs to be 
identified. 

6) The reporting) e els for four Synthetic Organ1e <!:hemicals are above the required Federal Detection 
Limits required;jn 40 CFR 1•4J.24(h). Con;aminants detected above the Federal DLs are to go to 
increased m~Gring until it c1f l':i~ sho~"1, th~fit is reliably and consistently below the maximum 
contaminarrt leve .7.he KHDE La~11as shpwn to the Region 7 Drinking Water Lab Certification Team 
that it can attain a ~th._od detect~o \imit less than the Fed~ral DL, except for ~ndri~.A ~tatement needs 
to be added to the Pha's~l/V watvJ> r plan for the 3rd compliance cycle concernmg htstoncal data for 
endrin showing that is r~I'ably and consistently below the MCL.The Reporting Levels for the other 
SOCs need to be changed toJ he Federal DL, or a statement in writing needs to be attained :from the 
KDHE Lab that the drinkjnwwater program will be notified if any of the iliree SOCs are detected above 
ilie Federal DL but below the reporting level. 

7) Stage 2 Compliance Monitoring Plans need to be developed, submitted, and approved prior for systems 
with approved 40/30 certification requests and systems that qualified for a very small systems waiver 
dUJing early implementation of the Stage 2 Disinfection By-Product Rule. T able 9 shows these systems 
for each schedule and ilie associated compliance date. The earliest compliance date is April 12, 2012. 
Training needs to be offered for these systems. Region 7 will provide assistance if requested. 

8) Sanitary surveys are conducted by individuals in the Bureau of Environmental Field Services. 
Sign~~-cant defi~iencies are tracked in a database. The development and implementation of _an SOP for 
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tracking that significant deficiencies identified during sanitary surveys have been addressed needs to be 
init iated. 

9) The operator certification program is managed by individuals in the Technical Services Section. 
SDWIS is maintained by the Public Water Supply Section. The development and implementation of an 
SOP for reporting systems without an adequately classified operator needs to be initiated. 

Summary of Program Review Findings - Recommendations 

1 0) Repeat samples for routine total coliform positive samples determined by the KDHE Lab are 
co ll ected by the system within 24 hours of being notified of a total colifoJTm positive routine sample. The 
actual time for collection of a repeat sample averages one to two weekS, and is not representative of the 
routine sample that tested positive. Consideration shouJd be given tov.roviding systems with extra 
sample bottles to collect repeat samples within 24 hours of knowing that a total coliform routine sample 
is positive. 

I I) The IDSE Reports that were approved in early imp) mentatiq_n might not hawc complete addresses 
identified for the Stage 2 DBP locations. Region 7 wJJT ~sist the ~HE if requested in conta~ting 
systems to identify complete addresses for the Stage 2 DPB locations. ' 

12) Microbial Toolbox training needs to be developed and offer~ for the systems in Bin 2 in order that 
the appropriate option may be selected prior t~ the .bT2 compliance date. The soonest LT2 compliance 
date is October 1, 2013. Region 7 can help with the a·ning, ifrequesred. 

I 
13) The 2009 on-site drinking water lab evaluation by tbe Region 7 Lab Assessment Team found that 
the incorrect chemical preservative was being used for all the SOC methods. The KHEL notified the 
Region 7 Lab Assessment earn that it corrected the bpemical preservative for the SOC methods. The 
Sampling Information Guide a ailable n the Public W.ater System website should be corrected. 

14) Discrepancies x.'ist between tlie 2(i)J 0 Kan as ~nual Compliance Report submitted by the KDHE 
and the 20 10 JE>WIS-FED A..CR. The discrepancies were: numbers ofMCL DBP violations and numbers 
of and system with single and f!;lOnthly turbidity treatment technique violations, Lead and Copper Rule 
Routine and Follow-up monitoring. 

15) It is recommend that the database be modified to track the PWSID of each water system, a.k.a., 
"Employer", and that a o~en fa/ generating a listing of systems without an adequate ly certified 
operator be added to the on-line database. 
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Public Water Supply Supervision Review 

A) Historical PWSS Program Grant and DWSRF Set-asides 

Table I shows the allotments for the PWSS Program in Kansas. 

a c -T bl 1 K ansas PWSSP rogram All otments 
FY03 FY04 FY05 I FY06 FY07 FY08 FY09 ] FYIO I 
$995,700 $ 1,12 1,400 s I ,094,000 I Sl ,075, I 00 Sl ,073,900 $ 1 ,087.,400 s 1 ,084,ooo I s 1, 156,ooo I 

/ 
This grant helps the KDHE develop and implement a PWSS program to enforce the requirements of the 
SOW A and ensure that water systems compl y with the National Primary Drinki ng Water Regulations. 
Key activities carried out under a PWSS program include: 

• developing and maintaining state drinking water regulations; 
• developing and maintaining an inventory of PWSs throughout the state; 
• developing and maintaining a database to hold compliance infonnation on PWS 's; 
• conducting sanitary surveys of PWSs; 
• reviewing PWS's plans and specifications; 
• providing technical assistance to managers and operators of PWSs; 
• carrying out a program to ensure that the PWSs regularl y inform their consumers about the 

quality of the water that they are providing; 
• certifying laboratories that can perform the analysis of drinking water that wi ll be used to 

determine compliance with the regulations; and 
• carrying out an enforcement program to ensure that the PWSs comply wi th all oftJ1e state's 

requirements. 

This evaluation will not cover the drinking water laboratory certification program. This evaluation is 
conducted by the Region 7 Drinking Water Program Manager. 

The KDHE also has been using the set-asides in the Drinking Water State Revolving Fund. Since 1997, 
the KDHE has spent $ 10,96 1 ,630 of the S 13,7655,310 made avai lable. This money is used for mainly 
for the capacity development program and the contract with the Kansas Rural Water Association to 
provide technical assistance to small systems. Recently the set-asides have been used to re-imburse LT2 
crypto monitoring conducted by systems serving less than 1 0,000. 

I 
B) Primacy- Past and Present 

The KDHE proposed a comprehensive package of new regulations which (with a few minor exceptions) 
adopt the National Primary Drinking Water Regulations by reference in May 2004. Most of the national 
rules which the EPA has promulgated pursuant to the federal SOW A will become the regulations fo r 
Kansas public water supplies. With the exception of bacteriological monitoring for small water systems, 
the proposed new regulations are no more stringent than is absolutely necessary to meet the federal 
requirements for administering the SOW A. 
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The KDHE has frequently adopted revised drinking water regulations (K.A.R. 28- 15-l through K.A. R. 
28- 15-37) to comply with the SOW A and its various amendments as re-authorized by Congress since 
1974 (the most significant federal amendments being added in 1996). Since the last administrative 
adoption of state rules and regulations, the EPA has promulgated nine new major drinking water rules, 
and is preparing to promulgate at least four more additional rules in the near future. 

The rune new drinking water rules adopted by reference in May 2004 are the Arsenic Rule, the 
Consumer Confidence Rule, the Filter Backwash Recycling Rule, the Interim Enhanced Surface Water 
Treatment Rule, the Lead and Copper Rule Minor Rule Revisions, the Leng Term I Enhanced Surface 
Water Treatment Rule, the Revisions to the Public Notification Rule, ilie Raaionuclides Rule, and the 
Stage 1 Disinfectants and Disinfection By-Products Rule. 

More information on the KDHE adopting-by-reference policy can, be ascertained from the Executive 
Summary: http://www.kdheks.gov/pws/regs/A.pdf. 

The four new rules to be adopted in the future are the Ground Wat r Rule, the Long Term 2 Enhanced 
Surface Water Treatment Rule, the Sh<?rt Tenn Revisions to the _.kead"'and Copper Rule, and the Stage 2 
Disinfectants/Disinfection Byproducts Rule. 

The request for an extension to April 20 I 0 to adQJ?.!•these rules was >To.vided to the KDHE in September 
2009. Due to the "bundling" of these rules, Re~·.en~gf5Jnted until October I 0, 2011, for the KDHE to 
submit complete and fina l primacy program revisions for these drinking water rules. 

A commitment in the 2011 the'KDHE PWSS Program Work Plan was to submit a request for approval 
of primacy revisions to ac!.Ppt these 4 ru.Jes in the Firs Quarter Fiscal Year 20 I I . 

Draft crosswalks to adoE_t the fo (,?eW rules by r.efererwe were submitted to Region 7 by e-mail in April 
2010. Approval w't<h mid'er oomment:S was providetl m May 2010. 

Appendix 1 •s the Timeline for ennanen Rules and Regulations in the State of Kansas. The step 
where these foUF rules are in this ·melinepeeds to be identified so a date for the request for approval of 
the primacy revision package will ·be submitted to Region 7 can be proposed. 

The KDHE is currently i'"!!flem~~ng these 4 rules. When necessary, the KDHE will refer enforcement 
actions to Region 7 until tHe n:iles are published in the Kansas Register. 

J 

Region 7 conducted early implementation of the Stage 2 D BP Rule and the L T2 rule for the first three 
schedules. Standard Monitoring Plans were prepared by the systems and approved by Region 7. During 
the trai ning the systems were instructed to arrange a contract with a the KDHE-approved lab to analyze 
the standard monitoring samples because the KDHE Lab did not have the capacity to analyze the 
standard monitoring samples. Some systems neglected to contract with a lab, and therefore, did not have 
the data to prepare an JOSE Report. Appendix B lists the systems that were referred to the EPA for not 
submitting an IDSE Report required by the Stage 2 DBP Rule. The due date for submission of an IDSE 
Report is January 1, 2012. The systems appear on the way towards that end. Enforcement codes and 
dates have been entered into Safe Drinking Water Information System/FED. Approved IDSE Reports 
will be provided to the KDHE in coordination with Andrew Hare, the KDHE. The lOSE Reports that 
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were approved in early implementation might not have complete addresses identified for the Stage 2 
DBP locations. Region 7 will assist the KDHE if requested in contact ing systems to identify complete 
addresses for· the Stage 2 DBP locations. 

C) Performance Measures 

The overall objective of the drinking water program is to protect public health by ensuring that PWSs 
deliver safe drinking water to their customers. The EPA measures the compliance of drinking water 
standards in three ways: by population, by communi ty water systems, a ~fby "person months." 

Safe Drinking Water-211- Population served by Comm ity Water Systems- percent of 
the population served by community water systems that rec ive drin in&_ water that meets all 
applicable health-based drinking water standards through appr~aches 1 eluding effective treatment 
and source water protection. Target- 90% 

SOW- SPJ .N 11 - CWSs meeting safe standards - Percept of community water systems that 
meet all applicable health-based standards through app~acheltliat include effe tive treatment and 
source water protection. Target - 90% 

SOW- SP2- "Person Months" w/ W.Ss safe standards- Perc~nt of "person months" (i.e. all 
persons served by community water system ~time li2 months) du}'rng which community water 
systems provide drinking water that· meets all applicable health-based drinking water standards. 
Target - 95% 

Table 2 shows the Perform 
~ 

Kansas for each quarter during 201 0. 

Table 2- ~OlO~ell{omnaQc.e ... Measures 
Quarter / - I 2 3 4 
Number o~Health-B ased ...,Viol a tions. 3 11 297 287 260 
Systems~~itb Health-Based~Vielatio.l's. 

,. 
105 11 2 11 3 lll 

Population W,ith Health-Based Violations 164,009 562,920 631 ,816 602,720 
Total Systems '"\. l 894 89 1 890 899 
Total Population ""'\.. J 2,575,112 2,577,180 2 ,639,318 2,639,25 1 
GPRA Population (SoQobjective 2. 1.1) 93.6% 78.2% 76.1 % 77.2% 
GPRA System (SP1) "\ 88.3% 87.4% 87.3% 87.7% 
Person-Month Systems (SP2) 93.7% 93.9% 93.8% 93.9% 
Person-Month Population 97.8% 96.4% 96.1 % 95.6% 

D) Staffing- Central and District Office 

The Division of Environment of the KDHE has five Bureaus and the Kansas Health & Environmental 
Labs (Appendix C). The Public Water Supply is one of eight sections in the Bureau ofWater (Appendix 
D). The Public Water Supply has four units: compliance and data management, engineering, capacity 
development, and the State Drinking Water Revolving Loan Fund (Appendix E). Two employees in ·the 
Technical Services Section of the Bureau of Water manage the Water and Wastewater Operator 
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Certification Program. Fourteen employees in the Technical Services Section of the Bureau of 
Environmental Field Services provide water program regulatory services (conduct sanitary surveys) and 
compliance assistance, and respond to citizen concerns regarding water. 

TI1e FY09 and FYI 0 PWSS Program Work Plan Report identified I 7.2 FTEs. 

Karl Mueldener, Director, Bureau of Water, and Dave Waldo, Chief, Public Water Supply Section, 
announced their retirement from the KDHE on September I 2, 20 I I . Their last day at the KDHE Offices 
was September I 9, 20 I I . John Mitchell, the KDHE's Director of Environment, announced on 
September 19, 20 II , that Mike Tate, Chief, Technical Services Section, would be the Interim Director of 
the Bureau of Water, effective on September 20, 2011. No announcement had been made fill ing the 
Public Water Supply Section Chief vacancy. Kelly Kelsey, EnfQ[cement and Regulation Development 
Supervisor, left the KDHE in February 20 II . No announcement had been made filling thi s vacancy. 
Interim or Permanent selections need to be made for these 'acancies as soon as possible. 

The PWSS has 2 other vacancies: Engineering Plan.Review and onitoring and Compliance. 

E) Annual Complia nce Report- State and Federal Inventory and Violations 

The Draft State of Kansas Public Water Supply Annual Compliance Report for Calendar Year 2010 
(20 I 0 Kansas ACR) was received on July 29, 2'0 11. It was due on July I , 20 I I. 
I) Inventory. Table 3 is the PWS inventory that is contained in the 20 I 0 Kansas ACR: 

a e -T bl 3 2010 f( ansas ACRPWS I nventorv 
Type of Water Gr6und Surface Gro~},d Total Population 
System Water v}ater Wate jSurface 

.... Waler 
Community Water~ 
Systems (CWSs5 

526 ' 1" 8 
62. 896 2,632.410 

Non-Transient Non- 45 \ 2 0 47 19 64 1 
' Community Water 

Systems (NTNCs) 
Transient Non- · 88 4 0 92 4,1 85 
Community Water 
Systems (TNCs) 
Total 659 3 14 62 1,035 2,656,236 

h is not clear why these categories were chosen. 

Future ACRs should provide numbers for the 6 types of PWSs based on source water categories: 
surface water, surface water purchasing, ground water under the influence, ground water under the 
influence purchasing, ground water, and ground water purchasing. 

Table 4 shows the number ofCWSs in each category using the GPRA MS Excel Pivot Table 
(http://water.epa.gov/scitech/datait/databases/drink(sdwisf1:d/pivottables.cfin). 
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T bl 4 2010 K a c - ansas CWS I b s nventory ,Y 
Category sw SWP GU GUP 
Number 76 285 5 7 
Population l ,391 ,089 366,496 140, 117 15,596 
Total 361 12 
Total 1,757,585 155,713 

Kansas Public Water Supply Supervision 
Full Program Evaluation- Calendar Year 2010 

ource w atcr Cate ories 
GW GWP Total 
446 79 898 
689,787 36,251 2,639,336 

525 898 
726,038 2,639,336 

These categories provide a more descriptive indication of the number of systems that have specific rule 
compliance requirements. For example, 76 CWSs have monthly turbidity reporting requirements, not 
308. 

The populations of drinking water systems are updated every year usiQg information from the Secretary 
ofState's Office. If a system requests a change in_population served, ~PfE requires a certification 
from the system before any change is made in the Safe Drin~ing Water Information System (SDWIS). 
Also, KDHE has other tools to update the number" of conn& fions and administrative contacts, etc. 
KDHE is maintaining and updating the inventory as / qujred. 

2) Violations. Appendix F shows the number ofviolation eported in the 2010 Kansas ACR and the 
SDWIS Fed ACR. The 20 I 0 Kansas ACR did not provide numbers of systems that returned to 
compliance, as shown by NP in Table 5. Thi should be include in future ACRs. 

The numbers were not close for: 

a) numbers of DBP MCL violations; however, the numBer of systems with DBP MCL violations 
did match, 

4 

b) numbers and sys(ems w!th StVgle and monthJ.¥ turbidit~ treatment technique vi?Jat!ons, 
c) numbers and systems w1th Lead and Copper Rule Routme and Follow-up momtonng 

violations, and 
d) number-s and systems with iUblic noticetule violations. 

~ 

These differ nces between the numbers ne~ to be investigated and corrected, where necessary. 

F) Data Managem 11t 

KDHE is using SDWIS/State version 2.3. KDHE enters sampling schedules into SDWlS/State. The 
KDHE Lab works with the systems to facilitate sample collection and compliance data generation. The 
KDHE Lab reports compliance data directly into SDWIS/State. Compliance data generated by other 
drinking water labs certified by KDHE or from public water supplies are mailed, faxed, ore-mailed to 
the Central Office in Topeka. These compliance data are scanned into WebNow and entered into 
SDWIS/State. KDHE is working to develop a policy requiring electronic transfer of data into 
SDW1S/State from all private labs. 

The Drinking Water Watch(DWW) went on-line in 2010 for the public to view compliance data stored 
for each drinking water system: bttp://1 65.201 .142.59:8080/DWW/. 

G) Drinking Water Rule Implementation 
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The Public Water Supply (PWS) Section has a website: http://www.kdheks.gov/pws. 

Appendix G is a copy of the information available on the KDHE PWS website. 

Avai lable on the PWS website are Survival Guides, developed for the Total Coliform Rule, the Interim 
Enhanced Surface Water Treatment Rule, the Long Term I Enhanced Surface Water Treatment Rule, 
the Filter Backwash Recycling Rule, the Phase lilY Chemical Contaminant Monitoring Rule, the Stage 
1 Disinfectants/Disinfection Byproducts Rule, the Public Notification Rule, and the Consumer 
Confidence Report Rule. These guides provide monitoring and compliance infonnation, and reports for 
recording and reporting compliance data to KDHE. 

Survival Guides for the four new rules should be developed for placement onto the website to coincide 
the submittal of the request for approval of primacy revision. 

KDHE provides training on the rules every- year at the Kansas 'Rural Water r\s~ociation Annual 
Conference in Apri l and the University of Kansas Wate and Water Operators Annual School in August. 

The Monitoring and Compliance Group of the Complian and Data Management Unit of the Public 
Water Supply Section prepares lists of systems that need con iance samples for each rule and shares 
these li sts with the Kansas Department of Health and Environment Laboratory (KHEL). 

The KHEL is certified to conduct drinking wate ana1 is by EPA Region 7. The most recent on-site 
evaluation for chemistry was in November 2009; (or mi robiology was in April 2009, and for 
radiochemistry was in September z009. The KHE'L maintains these certifications until 20 12. 

The Drinking Water Watch was used tq check for the xistence of compliance data received in 2010. If 
the compliance data was not conducted in 2010 because ofthe approved waiver plan discussed in 
Section G. 4 below, the existence..of data consistent wrth the waiver plan was checked. 

Two or three of each of tl1 e 6 categori s ofPWSs were randomly selected in each of the 6 Bureau of 
Environmeptal Field Services Districts. Appendix H is the listing of systems that were checked for 
existence of comP.liance data. 

Using the Drinking W tch Watch, few occurrences were found where a system did not have compliance 
data for each of the adopted rules. 

1) Total Coliform Rule (TCR) 

Jean Herrold is the Total Coliform Rule Compliance Officer. 

KDHE adopts by reference the Total Coliform Rule [ 40 CFR 141.21 ] , with the following changes: 

a(2) -The sampling period microbiological compliance shall be one calendar month for all PWSs, and 

a(3)- Number of required samples 
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(i) Each PWS that uses surface water as its source of supply and serves a population of 4,1 00 or Jess 
shall take a minimum of 4 water samples per compliance period. 

(ii) Each PWS that uses groundwater as its source of supply that serves at population of 2,500 or Jess 
and each PWS that serves at population of2,500 or less that purchases water fi·om another PWS shall 
take a minimum of2 water samples per compliance period. PWSs serving more than 2,500 shall collect 
the number of samples per compliance period as described in 141.21 (a)2. 

Table 5 lists the number samples collected for compliance with the Total Coliform Rule by the KHEL 
Microbiology Lab. 

a e - oa o 1 orm T bl 5 T t I C r~ R I S ue amp1es m 111 . 20t( 
Quarter Total Total E coli lnvali~ Quarterly 
Collected Coliform Colifonn Positive .ISa~l~s ' Totals 

Negative Positive 
First 8,264 28 0 / 197 "&,489 
Second 8,515 109 10 / 125 \ 8,15~ ., 

"" Third 8,897 180 7 ~ 148 ) 9,232\ 
Fourth 8,701 92 0 " rh8,9."" ' 8,982' 
Total 34,377 409 17 ~-9 35,462 

" 
A non-acute MCL jPiation occur- wllen moretthan one sample per month, or more than 5% of samples 
that collect overj O samples per month , i.e. , serves'more than 33,000, are total coliform positive. The 
2010 ACR hadiS5 system~i 11 {:)3 mont ly n2Jl-acute MCL violations; this agrees with Federal SDWIS. 

/ · 
A repeat sample i:s required for co[lection on all Total Coliform Positive routine samples. These are to 
be collected within 24 hours ofbei11g notified ofthe positive result. The collection of a repeat sample is 
typically 24 hours for s~tems witB.their own certified micriobiology Jab. The collection of a repeat 
sample for systems using he KDHE Lab is typically one week, and sometime two weeks. This is due to 
the KDHE Lab noti fying th system of a total coliform positive when the repeat sample bottles are 
received by mail. KDHE should consider sending out extra sample containers so systems could collect a 
sample within 24 hours that the KDHE Lab is aware of a Total Colifonn Positive sample. 

An acute MCL violation occurs when a repeat sample is either total colifom1 or E. coli positive. The 
2010 ACR had three acute MCL violations from 3 systems; this agrees with Federal SDWIS. 

The ACR reports states that an acute MCL violation occurs with any combination ofE coli positive in 
the initial (routine) and repeat sample. This should be corrected according to the definition in the 
previous paragraph. 
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The KOHE Lab was visited by the Region 7 Lab Assessment Team in April 2009. The Region 7 Lab 
Assessment Team recommended the Region 7 Certification Authority extend the KDHE Lab drinking 
water lab certification for microbiology. The microbiology certificat ion was extended until April 20, 
20 12. 

Some Post Offices are being closed which could impact the delivery of samples within the required 30 
hour holding time. Systems may have to switch laboratories or else drive the samples to the lab rather 
than use the mail as they've done in the past 

2) Interim Enhanced/Long Term 1 Enhanced Surface Water Treatment Rule (L Tl) 

Dianne Sands is the Surface Water Treatment Rules Compliance Officer. 

Surface water treatment rules require at least 3-log removal and/or inacf vation of Giardia Iamblia cysts 
and at least 4-log removal and/or inacti vation of viruses befo e the first customer. According to 40 CFR 
Part 141. 70(b ), a PWS using a surface water source or a gr und water source under the direct influence 
of surface water is considered to be in compliance withAhese requirements if it meets the fi ltration 
requirements of 40 CFR 14 1.73 and the disinfect ion req irements in 40 CFR 14 1. 7Q(b ). 

Filtration performance is assessed using the treatment technique. turbidity. Turbidity triggers were 
lowered via Subpart P for systems serving at east I 0,000 in I 998. These triggers became applicable for 

. systems serving less than I 0,000 via Subpart 1! in 2002. 

Survival Guides for Interim and Long Term I EnhanceQ Sut:face Water Treatment Rules, dated 2009, 
are found on the PWS section website: 

http://www.kdheks.gov/pws/su v ival.html 

Appendix C of each survival guide contains a "Monthly Turbidity - Disinfection - CT" form with 
associated directions tor the system to complete, sign, date, and return the form no later than the I 0111 day 
fo llowing the ena of each month. 

The form and notes for completing the form were modified in November 20 I 0. The survival guides 
should be modified to include these new forms with required and suggested modifications described 
below. 

The form provides spaces for reporting daily: 

A) Minimum Residual in the Distribution System, 
B) Minimum Residual Leaving the Plant, 
C) Maximum Combined Filter Effluent (CFE) Turbidity Reading For Each Day, 
D) Total Number of CFE Turbidity Readings Taken Each Day, 
E) Number of CFE Turbidity Readings Greater than 0.3 NTU, 
F) Disinfectant Contact Ratio, and 
G) Bacteriological Sample Collection. 

Three columns in A and B are provided to report Minimum Daily Residual , Disinfectant Type 
(Combined or Free), and Number of Residual Readings Taken. The lowest minimum daily residual 
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recorded in the month is to be entered at the bottom of the first column. The total number of residual 
readings taken in the month is to be entered at the bottom of the third column. 

The instructions should include the minimum frequency for recording residual disinfectant leaving the 
plant (6, or once every four hours of operation [ 40 CFR 141. 72(b)2]) and in the distribution system (at 
least daily (KDHE rule), including the measurement with every total coliform rule sample collected). 
Footnotes on the minimum frequencies should be added to A and Bon the fonn. 

Free and total chlorine residuals may be measured continuously by adapting a specified chlorine residual 
method for use with a continuous monitoring instrument provided the chemistry, accuracy, and precision 
remain the same. Instruments used for continuous monitoring must be calibrated with a grab sample 
measurement at least every five days, or with a protocol approved by t eState. This should be 
evaluated during the sanitary survey. 

The instructions include the minimum frequency for recordi g daily combi~ed filter effluents (CFE) (at 
least every four hours of operation, or daily for plants serving less than 500 r4 CFR 141. 74( c) ]) 
reported in D. A footnote on the minimum frequency should be added to Don the fonn. 

Column E is to identify the number ofCFE readings that exceed the trigger of0.3 NTU established for 
conventional and direct filtration treatment. The fonn include a parenthesis, "(>= 0.35)". The 
parenthesis in the instructions number 6, "0.5 for systems < I O,OQO until January 14, 2005)", should be 
deleted, and replaced with an explanation of the·· >= 0.35)" in Column E of the fom1. 

The notes to the fonn provides a fo~la for calculating Percent ofNTU Readings which are in 
compliance. The fonnula needs to corrected, as folio s: . 

Step 4 in the' instructions directs tJle system to notify KDHE with 24 hours if the highest reading exceeds 
5.0 NTU. This needs to be corrected that .systems are to contact KDHE if any turbidity reading exceeds 
1.0 NTU. The value established fr slow sand or alternati ve filtration needs to be identified. 

Daily Disinfectant Ratios (Column F) are not being reported by every system. Monitoring and 
Reporting violations need to be assigned. 

The instructions should include direction for completing the "Bact Samples Collected'' (Column G). 

Monthly turbidity reports need to be revised to include individual filter effiucnt follow-up and reporting 
requirements. The development and implementation of an SOP that addresses individual filter effluent 
follow-up and reporting requirements in the monthly turbidity report needs to be initiated as soon as 
possible. 

The instructions should include direction for completing the ·'Bact Samples Collected'' (Column G). 

The form contains 3 boxes at the bottom of the fonn to be completed by the system: 
181Page 



Kansas Public Water Supply Supervision 
Full Program Evaluation - Calendar Year 2010 

0 Please check box if dis infectant residual leaving the plant was < 2.0 mg/L free chlorine or 

combined (attach required data with this report) 
0 Please check box ifthc Individual Filter Effluent (IFE) was monHored and recorded every 15 

mintues as required . 
0 Please check box if any IFE exceeded 1.0 NTU in two consecutive readings taken 15 minutes 

apart (attached required data with this report) 

The instructions needs to include the required data needed if the first and third box are checked. 

The form needs to be modified and instructions developed for the fo llowing individual fi lter effluent 
follow-up and reporting requirements: 

a) Systems serving at least 10,000: 
2 consecutive recordings greater than 0.5 NTUtaRen .15 minutes apart at the end of first 4 

hours of continuous filter operation after back)Vash!Offiine 
b) All systems , 

a. 2 consecutive recordings greater than 1.0 NTU taken 15 minutes apart at the same 
fi lter for 3 months in a row 

b. 2 consecutive recordings greater than 2.0 TU taken 15 minutes apart at the same 

fi lter for 2 months in a ro · 

KDHE has a survivaJ guide for systems serving ore t an J 0,000 and for systems serving less than 
I 0,000. Appendix C of the each survival guides ould have different forms for the different 
requirements. 

/ 
The instructions state that completed ' Monthl y Turbi~ity - Disinfection - CT" forms are to be returned 
no later than the I oth day fo llowing the end of the month. T his should be replaced with " Repo11s are due 
by the lOth day of the fo llowing onthp. 

The form states e form is t be maile to the Public Water Section in Topeka. The form should also 
include a fax QUmber. The form should al o include a statement that "Reports are due by the I oth day of 
the following mQntb" . An electronic versjon of the form should be developed for use by systems to 
submit via e-mail. 

Forms are being receive(J at the Gcntral Office by e-mai l, Jetter, or fax. However, the date the forms are 
received by the Central Office are not being documented for every fom1, particularly those received by 
letter or fax. Forms receivesj by e-mail are e-mailed to WebOne. The date of this e-mail is entered into 
SDWIS. Fonns received by letter or fax need to date-stamped. This date stamp should be entered into 
SDWIS. Table 6 shows the number of forms received in 20 l 0 that were not date-stamped. 

a e -T bl 6 M onthly Turbidity Forms Date-Stamped 
System Nam e Monthly forms Received in Monthly Forms Date-

20 10 stamped in 20 I 0 
Miami County R WD #2 12 8 
Independence 12 12 
Olathe 12 7 
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A window needs to be established for when a report is deemed to be late for reporting by the I O'h day of 
each subsequent month, and will be assessed a SDWlS violation code of38 0300. 

The 2010 KDHE ACR had 33 treatment technique violations rrom I I systems. The Federal SDWIS has 
2 treatment technique violations rrom 2 systems. 

Region 7 conducted early implementation activities in Kansas for the Ini tial Bin Detcnnination of the 
LT2 Rule for the first three Schedules; the KDHE conducted early implementation activities for 
Schedule 4 systems, i.e. , serving less than 10,000, in Kansas. The KDHE Microbiology Lab sent out E 
coli sample bottles every other week early (July 2008) to the 69 Schedule 4 systems. The KHEL 
stopped sending out sample bottles once a system's running annual average exceeded the initial triggers 
of I 0 E coli/ I 00 ml for systems using reservoirs or lakes and 50 E col ill 00 ml for systems using rivers 
or streams. The KDHE Microbiology Lab re-started E coli sampling when EPA elevated the trigger to 
I 00 E col ill 00 ml for all systems in February 2010. About 20 systems exceeded the higher trigger and 
were instructed by KDHE to conduct crypto monitoring using an EPA-approved Crypto Lab. A 
Drinking Water Set Aside was made available for Stat~s to reimburse this crypto sampling. The 
reimbursement program was managed by the KDHEoCa acity Dev.elopment ProgrClfll. 

Most of the systems landed in Bin I. Table 7 lists those syst ms in Kansas that landed in Bin 2 and 
identifies the associated compliance date. This is the date the sy terns in Table 7 will need to add an 
additional log crypto treatment or removal. Microbial Toolbox trai ing needs to be developed and 
offered for the systems in Bin 2 in order that th appruer iate option may be selected prior to the 
compliance date. EPA Region 7 can help with th tr, ng if requested. 

a c - )YS ems WI T bl 7 S t Ul m a e crmma ti ons 
Schedule Compliance Date Systems' System Name in Bin 2 
1 April I , 2012 5 ./-- None- J 
2 October I , 20 12 I ''· "~ None 
3 OcJdber I , 20 I 3 I l "' Atchison, Coffeyville, Parsons, Salina 
4 October I ,20 I 4 69 '\ Humboldt, lola, MDCPUA, Longton, 

) Neodesha, Oswego, PWWSD #23, Russell, 
St. Pau l* 

*St. Paul's initial Bin Oetenmnat1on has been 3: however. the contract Jab 1t was usmg voluntarily 
revoked its EPA crypto lab approval. Additional discussion will be needed regarding their initial bin 
determination. 

3) Stage 1 Disinfectants and Disinfection Byproducts Rule (Stage 1 DBP) 

Andrew Hare is the Disinfectants/Disinfection By-Products Rule Compliance Officer. 

Kansas Drinking Water Regulation 28-15-19 requires all drinking water supplied to the p~blic from a 
public water supply system shall be disinfected. When chlorination is employed, a sufficient amount of 
chlorine shall be added to the water to maintain a 
distribution system chlorine res idual of at least 0.2 mg!L of rree chlorine or 1.0 mg/L of combined 
chlorine. 
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The Stage I DBP applies to all CWSs and NTNCWSs that add a chemical disinfectant to its finished 
water, and to those systems buying from such systems that boost the chemical disinfectant supplied to its 
customers. 

Table 8 li sts the monitoring schedule for the systems that have Stage I DBP Rule compliance 
monitoring requirements. 

a e -T bl 8 St age 1 DBP RuJ S t e ~ys ems 
Frequency SW SWP GU GUP GW GWP Total 
Triennial 1 21 4 443 6 47S 
Annual I 14 2 1 27 f " 46 
Quarterly 82 23 2 0 8 / l'\0 liS 

~ 

The Maximum Contaminant Level (MCL) for Total Trihalomethanes is 0.080 mg/L. The MCL for 
Haloacetic Acids (HAASs) is 0.060 mg/L. . .1' 

Forms for reporting compliance with the MCLs for TTH s and H_.AASs are contained in the Survival 
Guide to the Stage 1 Disinfectants and Disinfection By-Proclllcts•Rule. ' 

The Kansas 20 I 0 ACR had 14 systems with 41 HAASs MCL vtolat.ions and IS systems wi th 43 TTHMs 
MCL violations; 8 of these systems are on quarterly monitoring ana exceed the MCL every quarter: 
TTHMs&HAASs-Eik City, Grenola, Longton, ~oline, and Severy; TTPfMs - Mitchell County R WD 
#2; and HAASs - Linn Valley and Richmond. Th,e Federal SDWIS t(as 20 systems with 63 HAASs 
and/or TTHMs MCL violations. 

Forms for reporting comgliance with t~e lfotal Organic Carbon (TOC) removal percentages are 
contained in the Survival GuiCie ro the tage 1 Disinfectants and Disinfection By-Products Rule. 

All but 4 of the 75/surface water systems use con~entional treatment, and therefore, have TOC removal 
percentage requjrements. K"ansas had 4_5_Ystems with 12 Total Organic Carbon (TOC) Treatment 
Technique YioLations. The Pede al SDwiS has 4 systems with 8 violations. 

The "DAlLY CHLG>RJNE RESIDUAL LOG SHEET" is contained in the Survival Guide to the Total 
Coliform Rule. KDHE determines compliance with chlorine and chloramines maximum disinfectant 
residuals (MRDLs) for sy~tems that do not have Stage I DBP compliance monitoring requirements. 

Compliance forms to report•quarterly and running annual averages for compliance with the chlorine, 
chloramine, ru1d chlorine dioxide MRDLs by systems with Stage 1 DBP compliance monitoring 
requirements are contained in the Survival Guide to the Stage I Disinfectants and Disinfection By
Products Rule. One of the forms is for chlorine or chloramines. Another form is for chlori'ne dioxide; 
this form also provides space to report compliance with the chlorite MCL. 

There are 19 systems in Kansas that use chlorine dioxide . 

There are 8 systems in Kansas that use ozone. There does not appear to be a form in the Stage I DBP 
Survival Guide for reporting compliance with the bromate MCL. 
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Compliance dates for· the Stage 2 DBP Rule are approaching soon. The lOSE Reports submitted and 
approved during early implementation are used as the Stage 2 Compliance Monitoring Plan. Stage 2 
Compliance Monitoring Plans need to be developed, submitted, and approved prior for systems with 
approved 40/30 certification requests and systems that qualified for a very small systems waiver during 
early implementation of the Stage 2 DBP Rule. Table 9 shows these systems for each schedule and the 
associated compliance date. Training needs to be offered for these systems. EPA Region 7 will provide 
.assistance if requested. · 

Table 9- Sta e 2 DBP Com liance Plans Need_.ed 
Schedule Compliance Date Approved 40/30 Qualifietl for Very 

Certifications mall System (YSS) 

I Aril1,2012 10 
2 October I , 20 I 2 4 
3 October 1, 20 13 31 
4 October 1, 2013 (no LT2 crypto 233 

monitorin 
4 October 1, 20 14 (L T2 crypto 5* 

monitorin 
*Estimate 

4) Phase 11/V Chemical Monitoring Rule 

Dianne Sands is the Phase UN Chemical Monitoring Rule Compliance Officer. 

A Phase liN Waiver and Monitoring' qn was prepare'd and submitted for the second compliance cycle, 
2002- 20 I 0. It was apwoved by e-mail on..April 1~-()04. See Appendix I. 

A Draft Phase liN Waiver and Monito "ng Plan for the third compliance cycle, 2011-2019, was 
submitted on August 15, 201 1. 

a) Inorganic Comp 

1) Nitrates 

Every system has routine monitoring for nitrate. The MCL for nitrate is I 0 mg/L. Mandatory 
disinfection per 28-15-19 allows for a monitoring waiver for nitrite; this waiver is documented in the 
Phase JIN Monitoring Waiver Plan. 

Ground Water systems have routine monitoring of once per year. Except for TNCs, repeat monitoring is 
increased to quarterly whose routine monitoring yields results are at least Y2 the MCL, i.,e. 5 mg/L. The 
trigger for increased monitoring has been increased to 10 mg/L because historical data has shown that 
systems have been reliably and consistently below the MCL. 
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Surface Water systems have quarterl y routine monitoring of once a quarter. Routine monitoring may be 
reduced to once after four consecutive quarterly samples are reliably and consistently below the MCL. 
Surface water systems not exceeding the MCL for nitrate are on annual monitoring because historical 
data has shown that systems arc reliably and consistently below the MCL. 

Kansas has 27 systems with 62 nitrate MCL violations; this agrees with Federal SDWIS. Six of these 
systems exceed the MCL every quarter: Everest, Haviland, Norwich, Palmer, Pretty Prairie. and 
Robinson. 

2) Arsenic 
, 

The 20 I 0 ACR had 26 MCL violations from 7 systems; this agrees with Federal SDWIS. Six of these 
~ 

systems exceed the MCL every quarter: Argonia, Atwood, Buhlert Ciayton, Englewood, and Oberlin . 

3)Fiuoride 

The 20 I 0 ACR had 4 MCL violations from I system: Liebenthal. 

B) Volatile Organic Compounds (VOCs) 

The 20 I 0 ACR has 1 system with VOC M&R violations; Federal SDWIS has 2 systems with 2 YO C. 
M&R violations. Similarly, Federal SDlWS h s 42 individual VOC M&R violations from 2 systems; 
the 2010 ACR has none of these individual YO violations. 

C) Synthetic Organic Compounds (SOCs) 

Most of the reporting levels from the KHEL for the SOCs are at the Federal Detection Level (DL) 
required by 141.24(h), except for the four SOCs listed in Table 9. 
The EPA Region 7 Drinking Water Lab Assessment TJam during the on-si te evaluation for chemistry in 
November 2009 determined that KHEL was able to attain a method detection limit less than the Federal 
DL for these four SOCs, witb the exception of cndrin; the attainable MDL is also included in Table I 0. 
The reporting limit for these four SOCs should be changed to the Federal DL, or the Public Water 
Supply Secfion should obtain in writing that it will notified by the KHEL if a contaminant is detected 
above the Federal DL and the below the Reporting level for the contaminants in Table 10. The waiver 
plan should also include that historical data in the monitoring for endrin has shown it is reliably and 
consistently below the MCL. 

T bl 10 SOC . h R a c - S 'Wlt eportin~ L eve s greater th F d I DL an e era s 
SOCs MCL Reporting Federal DL Attainable 

(ug/L) Level (ug/L) (ug/L) Method DL 
(ug/L) 

Endrin 2 .2 .01 .04 
Hexachlorocyclopentadiene 50 5 . I .001 
Methoxychlor 40 4 .1 . I 
Simazine 4 .4 .07 .0 1 
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Attaining the Federal DL is not a condition for drinking water certification. However, the waiver plan 
should also include that historical data for endrin compliance monitoring has shown that systems are 
reliably and consistently below the MCL. 
The 2009 on-site drinking water lab eva luation by the Region 7 Lab Assessment Team found that the 
incorrect chemical preservative was being used for any of the SOCs methods. The KHEL notified the 
Region 7 Lab Assessment Team that it corrected the chemical preservative for the SOC methods. The 
SampLing JnfQnnation Guide available on the PWS website should be corrected by the end of the next 
quarter. 

The DWW lists carbofuran as a contaminant analyzed by EPA Method 507 with a reporting level of0.5 
ug/L; Olathe is one such system. EPA Method 507 is not an approved method for carbofuran. An 
approved method for carbofuran is EPA Method 531 .1. The DWW ~b@uldBe con·ected to indicate an 
approved method for carbofuran. The Required Federal DL is 0.9 if~ . 

Federal SDWIS has 2 atrazine M&R violations from 2 systems~ 2 ethylene dibromide M&R 
violations from 2 systems; the 20 I 0 ACR had no chemical .. M&~ violations. 

5) Radion uclides 

Dianne Sands is the Radionuclide Rule Compliance Officer. 

The 2010 ACR had 17 uranium MCL violatio~ om 6 systems; FederaLSDWlS has 16 uranium MCL 
violations from 7 systems. Three of these systeq;1s exceed the MCL every quarter: Oberlin, Timken, 
and Towns River. · I 

Andrew Hare is the Lead and Copper Rule Compliance Officer. 

KDHE allows systems that are to collect 5 compliance samples to collect 6 samples, and use the 5th 
ranked sample as th 901

h percenti le value. This is an allowable implementation of the rule. 

However, during its trairi~g on th{ lead and copper rule, the KDHE presenter is saying that the 6 sample 
!s "thrown .out". It is stron~~ e];com·aged that the pr~sentation be modified to represent the presentation 
m the prev10us para&rraph, 1<e., the 5111 ranked sample IS used as the 90the percentlle value 

The 201 0 ACR had 31 routine or follow-up monitoring or reporting violations from 29 systems; the 
Federal SOW IS has 71 routine or fo llow-up monitoring or reporting violations from 59 systems. 

7) Ground Water Rule 

Jean Herrold and Patti Croy are the Ground Water Rule Compliance Officers. 
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Training to submit contact time approvals was conducted by Kelly Kelsey before the compliance 
t.nilestone of December I , 2009. Seventy seven systems have applied for 4-log approval; 73 were 
approved. Four of the approvals were to systems that purchase their water. 

The monthly Disinfection Report for the Ground Water Rule can be found on the PWS website: 
http://www .kdheks.gov/pws/groundwater _ rule.htrn. 

The 2010 K.DHE ACR listed two systems with one monitoring and reporting (M&R) violation, and I 
system with a treatment technique violation. 

Implementation of the Ground Water Rule was not consistent early on. The KDHE Microbiology Lab 
was not sending out a sample bottle for the raw water E coli sample ith the sample bottles sent out for 
the repeat samples with every positive routine sample. Recent ch<icks in the Drinking Water Watch 
have shown that the E coli sample bottles are not consistently being included with the repeat sample 
bottle shipments. 

Thunderbird Marina had a positive routine TCR samplp collected on 5-05-20 I 0. The repeat samples 
were collected on 5-12-20 I 0. A raw water E coli sample was not collected. The re~uired routine TCR 
samples were not collected in July 2010. These two TCR M&R violations were not identified in 
SDIWS/State and were not li sted in the 20 10 KDHE ACR. The GWR M&R violation is dated 
8/31/20 I 0. 

Thunderbird Marina had a positive routine TC~sample that was collected on 6-29-20 11 ; Thunderbird 
has one well ; a raw water E coli and the repeat slmples were collected on 7-20-20 II. The Ground 
Water Rule was implemented correctly. 

Overbrook had a positive routine TCR sample on 9-1 -20 I 0; the repeat samples were collected on 9-27-
20 I 0. A raw water E coli sam lc was not collected . ft. Ground Water M&R violation is dated 12-08-
20 10. 

/ 
A check on Ground Water Rule implementation was done by looking at some of the systems with TCR 
MCLs reported in the 20 I 0 A CR. 

Alexander had positive routine TCR samples collected on 6-14-20 I 0. The repeat samples were 
collected on 6-22-20 I 0. A raw water E coli sample was not collected. An M&R GWR violation should 
have been recorded for the 6-14-20 I 0 positive TCR sample. 

More recently, Alexander had positive routine TCR sample on 5-17-20 II , 7-19-20 II , and 9-20-20 II. 
Alexander has 3 well s. Three raw water E coli samples were collected on 6-01-20 II , 8-11-20 II , and 9-
27-20 11. The repeat samples were collected on 6-22-20 I 0, 5-24-20 II , 7-27-20 II , and 9-26-20 II. 
While the Ground Wter Rule was implemented correctly, sample bottles for the raw water E coli sample 
should be sent out with the repeat sample bottle shipment. 

Barber County R WD 2 had positive routine TCR sample collected on 5-26-20 I 0. Barber County R WD 
has 2 wells. Two raw water E coli samples and the repeat samples were collected on 6- I 4-20 I 0. The 
Ground Water Rule was implemented correctly. 
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Barnes had a positive routi ne TCR sample on 8-16-20 I 0 and 8-09-201 1. Barnes had 2 wells in 20 I 0; 
two raw water E coli and the repeat samples were collected on 8-24-2010. Bames has I well in 201 1; 
the raw water E coli and repeat samples were collected on 8-15-2011. The Ground Water Rule was 
implemented correctly. 

Barton Hills Addition with 4 wells had a positive routine TCR sample on 1-26-20 I 0 - the repeat samples 
were collected on 2- 1-20 I 0; four raw water E coli samples were collected on 2-2-20 I 0. They had two 
positive routine TCR samples on 8-25-20 I 0; the repeat samples were collected on 9-13-20 I 0; 2 raw 
water E coli samples were collected from each well on 9-6-2010. The Ground Water Rule was 
implemented correctly. · 

8) Consumer Confidence Report Rule (CCR) 

Patti Croy is the Consumer Confidence Report Rule Compliance Officer. 

The 20 I 0 ACR had 32 failure to report CCRs from 32 sYJems; Federal SDWIS has 33 failure to report 
CCRs from 32 systems. 

9) Public Notification Rule 

The 2010 ACR li sts 33 systems with at least one public notifica ·on violation. The Federal SDWIS lists 
159 violations from 95 systems. 

Approximately 300 construction and rudy documents were submitted to the Engineering Unit for 
review and approval in 20 I 0. The review and approval of these documents are managed with a SWEPT 
database. 

The SWEPT database tracks studies receivedfrom systems exceeding the MCL are identified. 
Procedures for sharing this ·nfonnation in monthly Enforcement Meetings have recently been initiated. 

I 
I) Sanitary Surveys 

Sanitary surveys are c nducted by the 14 individuals in the water supply and wastewater unit of the six 
Bureau ofEnvironmental Field Services six Districts. Only one of the 344 sanitary surveys due in 2010 
were not performed. 

The KDHE tracks the frequency of sanitary surveys using SDWIS. The KDHE uses the dates of the 
previous sanitary surveys to generate a list of systems that need a sanitary survey. The list is sent to the 
field offices so they can coordinate the site visits. 

Only one of the 344 sanitary surveys due in 2010 was not performed. 

Sanitary surveys are being conducted electr9nically with a focus on the 8 required elements. KDHE is 
tracking significant deficiencies. Seventy-nine significant deficiencies were resolved in 201 0; I 04 
remain unresolved. 
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The majority of the unresolved significant defi ciencies are due to lack of an Emergency Water Supply 
Plan or cross connection control program. The letter to the system identi fying the significant deficiency 
includes information that free assistance to prepare these documents can be obtained from the Kansas 
Rural Water Association (KRWA). A contract with the KRWA to provide technical assistance is 
managed through the technical set-aside of the DrinkingWater State Revolving Fund. 

These types of significant defi ciencies are oflen unresolved, and are repeated in subsequent sanitary 
surveys. KDHE should initiate a program to share with the KRWA a listing of the systems that KDH E 
is sending letters offering KR W A's assistance. This will allow KR W A to take the lead in offering 
assistance to the systems to resolve the signi ficant deficiency. 

J) Operator Certification 

The annual operator certification report was submitted before th,e Clue date of April 30 20 I 0. It was 
approved by Bob Dunlevey on June 25, 20 I 0. 

Operator Certification requirements and associated trai ing are a~erti sed on the DHE website: 
http://www.kdheks.gov/waterlwww.hhnl. ) 

The Data Management and Analysis Group of the Compliance and Data Management Unit of the Public 
Water Supply Section provided a report that listed 2 systems that did not have a certified operator -
Rick· s Restaurant and Leavenworth County RWD 1j 1. 

The Water and Wastewater Operator Certification Program is manag d by two individuals in the 
Technical Services Section of the Bureau ofWater. 'Phe Operator Certification Program indicated that 
Rick s Restaurant had a contract operator and that the PWS Section was informed of that fact. It did 
concur that Leavenworth Cou 1ty RWD #I did not have a certified operator, and did not so for several 
years. A draft Directive was prepared i\1 December 20~·0 to be sent to Leavenworth County RWD #I. It 
was never finalized and transmi ted. 

The operator certification prow·am is man~ged by individuals in the Technical Services Section. SDWIS 
is maintained"by the Public Water Supply Section. Procedures to be used by the Technical Services 
Section for

4
reporti,ng systems wi hout an adequately classified operator to the Public Water Supply 

Section to be entered Into SOW IS find to initiate potential enforcement action need to be documented in an 
SOP. 

The KDHE Operator Certification database is available on-line: 

http://kensas.kdhe.state.ks.us/pls/certop/BOW _ADMINL.Home 

The database tracks the certification status for each operator. The record for each operator identifies the 
"Employer". The record does not track a PWSID. The record identifies the class of the operator and if 
the operator's status is active or not. Since a PWSID is not contained in the record of the on-line 
database, it is unclear how KDHE can ascertain that each water system has an adequately certified 
operator. The Operator Certifica6on Program stated that ensuring that each system bas an adequately 
certified operator is managed "behind the scenes ... It is recommended that the database be modified to 
track the PWSTD of each water system, a.k.a., "Employer", and that a option for generating a listing of 
systems without an adequately cert ified operator be added to the on-line database. 
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A significant change to the prOf,JTam will be that an operator will not be allowed to attain a grade of 
certification above that which is required of the system to which it is employed. This will reduce the 
numbers of tests requested each year, and wi ll reduce the numbers of the operators moving to other 
systems. 

K) Capacity Development 

The Capacity Development Program advertises its program on its websi te: 

http://www.kdheks.gov/pws/capdev.html 

The capacity development program has been focused on the implem -ntation ofKanCap or the board 
member training and is working to start with the implementation of the &_ate Check-up/CapFinance 
programs to assist small systems in revising their rates and t.9·create budge ts plans and strategies for 
their system. 

Another aspect of this program is the reimbursement of';the cost foF compliance monitoring for crypto 
for systems serving Jess than 10,000 that were triggered_ into~ 0 menitoring because their E coli 
monitoring exceeded the revised trigger of200. This was alia ed through a set-aside to the Drinking 
Water State Revolving Fund. 

The Annual Capacity Development Report w 
was approved by Bob Dunlevy on November 21, 

be~ore the ~ue date of September 30, 2010. It 
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Table 12 -Summary of High Priority, Non-Compliant PWSs in Kansas 

PWS Name PWS ID ETT Score 
(July 2011) 

Non
Compliance 

Driver 

Enforcement 
Action-Date 

Current 
Status 
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Recommendations- Effectiveness of Enforcement - Part I 

EPA acknowledges long-standing compliance issues with P Prairie, which remains subject to an 
action based upon KDHE's now defunct "Nitrat Strategy". EPA ishes.to work with KDHE to 
develop a strategy for returning this and simi ian ys e .s to complian r· 

; 
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Ste 
Ste 2 
Ste 3 
Ste 4 
Step 5 

Ste 
Ste 
Stc 
Ste 
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Appendix A 
Timeline for Pennanent Rules and Regulations in Kansas 

of Administration 

of State 
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Appendix B 
Stage 2 DBP Systems referred to EPA 

Schedule 3 Svstems 
Atchison Co RWD SC City of Towanda 

Butler Co RWD I Franklin Co RWD 4 

Butler Co R WD 2 La bette Co R WD 6 
Leavenworth Co R WD 

Butler Co RWD 3 

Butler Co R WD 6 

Butler Co R WD 7 

City of Salina 

Schedule 4Systems 
Allen Co RWD 8 
Anderson Co R WD 
IC 
Butler Co R WD 4 

City of Alma 
City of Burlingame 

City of Florence 
City of Herington 
City.ofHoward 

City of La Cygne 
City of Leroy 

City of Marion 

City of Mulbe y 

City of Os,weg0 

City of Peabody 

City of Plainville 

City of Russell 

5 
Leavenworth Co RWD 
8 
Saline Co RWD -3 

City of Smith Center 

City of St. Paul 

City of Waverly 

Cowley Co RWD 3 

Montgomery eo RWD 4 

Neoi'he Co RWD 2 _, 

Osage Co RWD 3) 
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Bureau of 
Air 

ruck 
Brunetti 

Bureau 
Director 

Pub Svc 
Exec IV 

Unclassified 

Julia Young 

Safety Officer 

Pub Svc Exec JIJ 

Unclassified 
Bureau of 

Environmental 
Field Services 

Leo Henning 

Bureau 
Director 

Pub Svc Exec 
1V 

Unclassified 
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Appendix C 

Division ofEnvironment 

John Mitchell 

Director of Environment 

Unclassified 

Bureau of 
Environme~tfi l 
Remediation 

Gary 
Blackburn 

Bureau 
Director 

Pub Svc Exec 
IV 

Classified 

Bureau of 
Waste 

Director 

Pub Svc Exec 
IV 

Classified 

Donna Fisher 

Sr. Admin Spec 

Classified 

Bureau of Kansas Health 
Water and 

Karl 
Mueldener 

Bureau 
Director 

ProfEnv 
En&rr Ill 

Classified 

Environmental 
Labs 

Leo Henning 
(interim) 

Lab Director 

Pub Svc Exec 
IV 

Unclassified 
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Industrial 
Programs 

Don Carlson 

Prof Env Eng m 

Classified 

Municipal 
Programs 

Rod Geisler 

Prof Env Engr Ill 

Classified 

Technical 
Services 

Mike Tate 

ProfEnv 
Engr Ill 

Classified 
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Appendix D 

Bureau ofWater 

Karl Mueldener (Retired) 

Mike Tate (Interim) 

Bureau Director 

Prof Env Engr III 

Classified 
Public Water 

Supply 

Dave 
Waldo(Retired 

) 

Management \\(~e 
Mana em 

eot 
Terry Med ey 

Pr.of Env Engr 
Ill 

Unclassified 

Geology 

Mike 
Cochran 

Env 
Scientist 

v 

Classified 

Watershed 
Planning 

Tom Stiles 

Env 
Scientist V 

Classified 
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Paul 
Bodner 

ProfEnv 
Engr l 

Classified 
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Appendix E 

Public Water Supply Section 

Dave Waldo (Retired) 
Prof Env Engr Ill 

Classified 

Linda White 
Admi n Spec 

Classified 

Karrie Ullery 
Admin Asst 
Unclassified 

Engineering Unit Wi lliam 
Carr 
Env 

Scientist 
Ill 

Classified 

Capacity 
Develop)ll 
ent l.Jnjt 

Compliance & Data Management Unit 

Dan Clair 
Prof Env Eng Tl 

Classified 
Rex Cox 
ProfEnv 

Eng II 
Classi fied 

Vacant 
Env Tech Ill 
Unclassified 

gathy 
Tuc er
Voge 
Env 

Scientist 
IV 

Program 
Development 

& ,; 
Enforyement 

Va'cant 
Env Scientist 

ill 
Classified 

Patt i Croy 
Env Tech IV 

Classified 

Env Scientist IV 
Classified 
Data 

Manageme 
nt 

Ell an 
Spivey 

Res 
Analyst IT 
Classified 

Christianne 
Huard 
Admin 
Spec 

Unclassifie 
d 

Monitoring & 
Compliance 

Jonathan Hayes 
Env Scientist IT 

Classified 

Jean Herrold 
Env Scientist I 

Classified 

Dianne Sands 
Env Scientist I 

Classified 

Andrew Hare 
Env Scientist I 

Classified 

Vacant 
Env Scientist I 

Classified 
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Code 
1005 

1025 

1040 

4006 

4010 

2050 

2946 

21 

22 

23 

25 
A 

' 
2 

46 

43 

44 

52 

58 
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Appendix F 

201 0 ACR v· I . C 10 at10n om pan sons 
Name Source # viol'ns # RTC'd #PWSs 
Arsenic MCL Fed 26 2 7 

KS 26 NP 7 
Fluoride MCL Fed 4 0 1 

KS 4 NP 1 
Nitrate MCL Fed 62 7 27 

KS 62 Nl}' 27 
Uranium MCL Fed 16 4 7 

KS l1 NP 6 
Combined Radium Fed 

' 5 
3 3 

KS h. ~ NP 3 
Atrazine MCL Fed • 

A 0 0 0 
"KS / ' 1 NP y 1 

EDB M&R Fed ~ 
'- ) 2 0 I' 2 ,., 

KS '"-:':"' 0 0 0 .. ~ 
21 VOCs M&R \ Fed ' 2 0 2 

KS 
~ 1. 0 1 

TCR MCL Acute 'fed' ......_ 3 I~ 3 3 
KS ... 3 NP 3 

TCR MCL Mpnfb)y Fee """ ., 63 51 55 
/ ' .\ KS \ 63 NP 55 

TCR Routine M&R I Fed \ 20 13 15 

·"-· / -~ -.... ~ ~~ ..) 22* NP 19* 
TCR Repeat M&"'R., -· ""Fed 5 4 5 

... 
"~;>.... KS 22* NP 19* 

DBPs MCL AV~Fage \: Fed 63 8 20** 
T.THMs MCL Average ) KS 41 NP 14 
H~A5s MCL AvJrage KS 43 NP 15 
DBPs M&R } Fed 4 0 3 

~ .... 

KS 0 0 0 
TOC Precursor Removal Fed 8 0 4 

KS 12 NP 4 
Single Turbidity Fed 1 1 1 

KS 33• NP 11. 

Monthly Turbidity Fed 1 1 1 
KS 33. NP 11• 

LCR Routine & Follow-up Fed 71 4 58 
KS 31 NP 29 

OCCT Installation & Dem'n Fed 2 0 2 
KS 3 NP 3 
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75 Public Notice Fed 159 76 95 

KS 57 NP 39 

71 CCR-Failure to Report Fed 33 25 32 

KS 32 NP 32 

NP Not Provided 

• Not distinguished 

•• 9 systems exceed both 
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Appendix G 

KDHE PWS Website[http://www.kdheks.gov/pws/] 

Purpose of the Section 
Groundwater Rule NEW 

New EPA Rules 
o Stage 2 DDBl>R Fact Sheet 
o LT2 Fact Sheet 

PWS Contact Change Fonn 
Primary Drinking Water Regulations 
Kansas Statutes Pertaining to Public Water Supply 
Survival Guides for Drinking Water Rules and Regulations .. 
Public Water Supply Section Staff 
Kansas Primary Drinking Water Regulation Package 
Drinking Water Contaminants and Maximum Contaminant Levels 
Standards for Secondary Drinking Water Contaminants 
Engineering and Permits Unit / 

o Plan Review and Permits 
• Minimum Design Standards 
• Public Water Supply Permit Applications 
• CT Helper 

o State Revolving Loan Fund 
Capacity Development Program 
Data Management & Compliance Unit 

o Total Coliform 
o Arsenic 
o Asbestos 
o Nitrate/Nitrite 
o Inorganic Compoun {IOC) 
o Volatile Orga ic Comp unds (VOC) 
o Synthetic Organic Compo ds (SOC) 
o ead and Copper 
o Disinfection By-Products 

• Stage I Compliance Report for populations greater than I 0,000 (.xis) 
• Stage 1 Compliance Report for populations less than 1 0,000 (.xis) 
• Stage 1 Compliance Report with fonnulas for populations greater than 10,000 

(.xis) 
• Stage 1 Compliance Report with formulas for populations less than 10,000 (.xis) 
• TOC Report Forms wi th formulas (.xis) 

TOC Reports blank (.xis) 
o Surface Water Treatment 
o Radionucl ides 

Sampling Information Guide 
Public Notification 
Consumer Confidence Reports (CCRs) 

o CCR Quick Reference Guide 
o Blank Cer1ificate of Delivery 
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Appendix H 

Randomly Selected Systems in Compliance Data Check 

District Surface Water 

North West Norton 

North Central Salina 

North East Kru1sas BPU 

Miami RWD 
#2 

Olathe 

Water One 

South West 

South Central Arkansas City 

South East 

Independtfnce 

PWWSD #5 

District 
North West 

Community Water Systems 

Surface Water Ground Water Ground Water 
Purchasin Purchasin 
Waldo Norton Countryside 

Correctional Estates MHP 
Faci lit 

Jewell Fort Riley 

Douglas RWD 
#5 

O'eonnell Jefferson RWD 
Lansing "1outh Ranch #14 
Correctional 
Facility 

Miami 
#4 

Larned State 
Hospital 

Kansas Soldiers 

Douglass Pretty Prairie 

Linn R WD #2 Pittsburg 

Neosho RWD 
#6 

Osa e RWD #4 

Non-Community Water Systems 

Non-Transient 

Reno RWD #4 

Cherokee R WD 
#7 

Transient 
KSU Agricultural Free Breakfast Inn 
Research Center 
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North Central Fort Riley Multi Purpose US Army COE-Milford 
Range Complex Farnum Creek 

North East Building Blocks Day Care KDOT Goodland Rest 
Center LLC Area WB 32515 

Clinton Reservoir 
(Surface Water) 

South West Sunflower Electric Power Gunsmoke Travel Park 
Corp 

National Beef Packing Co 
LLC- Liberal 

South Central St. Joseph Catholic Eberly Farm Inc 
School 

South East Fall River Management Quivira Scout Ranch 
L 

(Surface Water) 

\~-7 Riverton School "' \."' V'- I' 
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Appendix I 

EPA Approval of Phase IW Waiver Plan 

Second Cycle (2002-20 1 0) 
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'' '. '~ .. 

· . .. . 
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I STATE 
FEDERAL ID ID 

ACTIVE NOTICE OF VIOLATIONS\DIRECTIVES 
DATE 

District SYSTEM NAME POP. TYPE OF ORDER ISSUED Contaminant COMMENTS 



KS2015501 Pretty Prairie 
























































